Date: 4/29/ Time: 8:51:02 AM

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wail:

Equipment
Model:
Serial Number:

Transducer
Manufacturer:
Serial Number:
Diameter{inch]:
EBW Size[inch]:
Frequency[MHz]:
Woater Path[Inch]:

Calibration Cylinder
Cal_Cylinder Type:
Diameter:
Cal-Cyl-S/N:
Minimum Wall:
Pressure:

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

1280-02-2004-04-29
SCOTT SPECIALTY GAS
1D-005978
TW
Apr-81
0.214,9.250,46.310

DWC Reflex
60,006

HARISONIC
03G289
0.75
0.24
2.25
5

3AA
8
G845710
0.142
1800
0.2
Passed

Tim Buchanan
ASNT Level 1l

Exemption Inspection Procedure

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Result

PASS
3AA-2400-300-OXY

Fail on pass 1: 12: ID pitting or corrosion

Comments:

1D-005978 Pass 1_Thk.Txt

Event X

Y Thk



310 0.4 156.111 0.184

313 0.4 14.414 0.156
610 0.8 3.487 0.184
754 1.2 28.13 0.179
823 1.2 12.089 0.16
1516 24 25.34 0.153
2294 36 18.831 0.211
2810 4.4 15.111 0.204
3427 54 16.971 0.207
4297 6.8 18.133 0.211
5306 8.4 16.041 0.209
6679 10.6 16.506 0.211
9059 14.4 15.344 0.214
11440 18.2 13.949 0.214
14802 23.6 16.971 0.211
14932 23.8 15.808 0.214
15932 25.4 15.808 0.195
18461 29.4 9.067 0.214
29057 46.4 15.808 0.2
Pass Number: 4
Event X Y TOF AMP
1350 2 5.812 19.26 0.232
0.2 0.232
1555 24 16.273 14.88 0.266
1680 26 16.273 139 0.387
1805 2.8 16.273 12.08 0.602
1806 2.8 16.041 12.62 0.223
0.6 0.465
1213 1.8 8.602 11.06 0.292
1337 2 8.834 13.92 0.232
1338 2 8.602 18.44 0.309

1461 2.2 9.067 21.08 0.275



1462
1463
1579
1581
1582
1583
1584
1585
1586
1587
1588
1589
1704
1705
1706
1707
1708
1709
1710
1711
1712
1713
1714
1829
1830
1831
1832
1834
1835
1836
1837
1838
1839
1954
1955
1956
1960
1961
1963

1358
1359
1360
1483
1484
1486
1472
1593
1595

Pass Number: 6

2.2
22

8.834
8.602
10.694
10.229
9.997
9.764
9.632
9.299
9.067
8.834
8.602
8.369
10.694
10.462
10.229
9.997
9.764
9.532
9.299
9.067
8.834
8.602
8.369
10.694
10.462
10.229
9.997
9.532
9.299
9.067
8.834
8.602
8.369
10.694
10.462
10.229
9.299
9.067
8.602
2.557

3.952

3.72
3.487
3.952

3.72
3.255
6.509
7.439
6.974

12.2
16.76
13.72
13.12
12.24

12.1
12.26

14.3

16.7

12.3
12.28
12.46
12.14
10.92
11.48
10.96
10.84
10.92
12.28

14.8
10.84

10.9

13.3
10.94

11.8
10.98
10.84
11.48
14.22
10.84
10.94

11

11.7
11.26
12.06

11.4
12.76
11.94
12.76

10.98
15.06
15.44
17.58
13.42
14.22
14.64
13.26
16.36



Event

17512

18279

18650

19671

20767

21904

22394

23300

24176

25400
256526

25657

27023

27047

27538

27546

27796

28518

X

28
0.2

29.2
0.2

29.8
0.2

31.4
0.2

33.2
0.2

35
0.2

35.8
0.2

37.2
0.2

38.6
0.2

40.6
40.8

04

41
0.2

43.2
0.2

43.2
0.2

44
0.2

44
0.2

444
0.2

456

Y

26.27
0.232

22.318
0.232

23.248
0.232

18.366
0.232

25.108
0.232

22.318
0.232

24.643
0.232

17.436
0.232

17.203
0.232

23.248
23.015
0.465

21.62
0.232

23.713
0.232

18.133
0.232

20.226
0.232

18.366
0.232

18.366
0.232

24.875

TOF

7.3

5.96

7.18

6.96

6.84

7.34

9.54

7.34

5.84

9.42
10.36

5.88

10.16

7.12

9.8

6.64

11.16

6.3

AMP

0.73

0.705

0.73

0.713

0.851

0.859

0.756

0.73

0.842

0.705
0.73

0.988

0.696

0.816

0.705

0.842

0.679

0.825



0.2 0.232



Circumference

28.8

19.2 .

9.6

0.0

0.0

11.6  23.2
~ Length

1D-005978 thicknhess image

34.8

46.4



Date: 4/9/2 Time: 2:41:20 PM

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wall:

Equipment
Model:
Serial Number:

Transducer
Manufacturer:
Serial Number:
Diameter{inch}]:
EBW Size[Inch):
Frequency[MHz]:
Water Path[inch):

Calibration Cylinder
Cal_Cylinder Type:
Diameter:
Cal-Cyl-S/N:
Minimum Wall:
Pressure:

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

1370-01-2004-04-09
TRI-GAS
42-A-6275
H
Sep-66
0.181,9.250,42.520

DWC Reflex
60,006

HARISONIC
03G289
0.75
0.24
225
5

3AA
8
G845710
0.142
1800
0.2
Passed

Tim Buchanan
ASNT Level il

Exemption Inspection Procedure -

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Result

Fail on pass 1: 13: Below minimum wall thickness

Comments:

PASS
3AA-2015-200-CO2

42-A-6275 Pass 1_Thk.Txt

Event X

Y Thk



654

2769
2894
3016
3017
3019
3141
3142
3143
3144
3146
3265
3266
3267
3268
3269
3270
3390
3391
3392
3393
3394
3395
3396
3397
3514
3515
3516
3517
3518
3519
3520
3521
3637
3638
3639
3640
3641
3642
3643
3644
3645
3762
3763
3764
3765
3766
3767
3768
3769
3770

DA HIORNRD O O (

22.318

24.643
24.643

25.34
25.108
24,643

25.34
25.108
24.875
24.643
24.178
25.573

25.34
25.108
24.875
24.643

24.41
25.573

25.34
25.108
24,875
24.643

24.41
24178
23.945
25.805
25.573

2534
25.108
24,875
24.643

24.41
24,178

26.27
26.038
25.805
25.573

2534

25.108
24.875
24.643
24.41
26.27
26.038
25.805
25.573
25.34
25.108
24875
24.643
24.41

0.158

0.165
0.174
0.174
0.179

0.17
0.177
0.177
0.177

0.17
0.179
0.174
0.174
0.172
0.174
0.172
0.179
0.174
0.172

0.17
0.172
0.172
0.177
0.179
0.179
0.179
0.172

0.17

0.17
0.167
0.163
0.174
0.172
0.179
0.179
0.179
0.174

0.17
0.167
0.165
0.165
0.174
0.179
0.179
0.179
0.177

0.17

0.17
0.165

0.16
0.165



3771
3887
3888
3889
3890
3891
3892
3893
3894
3895
3896

Pass Number: 4

Event

Pass Number: 5
X

Event

8563

20678

X

6.2
6.2
6.2
6.2
6.2
6.2
6.2
6.2
6.2
6.2

13.6
0.2

33
0.2

Y

24178

26.27
26.038
25.805
25.573

25.34
25.108
24.875
24.643

24.41
24178

TOF

TOF

14.414
0.232

16.738
0.232

0.17
0.177
0.179
0.179
0.177
0.165

0.16
0.167
0.163
0.167
0.172

4.2

5.66

0.756

0.765



Circumference

28.8

19.2

9.6

0.0

0.0

107 21.3 320 42.6
Length

42-A-6275 thickness image



Date: 6/10/ Time: 3:10:37 PM

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wall:

Equipment
Model:
Serial Number:

Transducer
Manufacturer:
Serial Number:
Diameter[Inch]:
EBW Size[Inch]:
Frequency[MHz]:
Water Path[Inch):

Calibration Cylinder
Cal_Cylinder Type:
Diameter:
Cal-Cyl-S/N:
Minimum Wall:
Pressure:;

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

Exemption Inspection Procedure

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Result
PASS

Comments:

TG-151806 Pass 1_Thk.Txt

Event X

1.41E+13
WELDERS EQUIPMENT
TG-151806
T™W
Oct-94
0.214,9.250,45.730
DWC Reflex
60,006
harisonic
03G289
0.75
0.24
2.25
5
3AA
8
(845710
0.145
1800
0.2
Passed
Jerry Conseen
ASNT Level ll
PASS
3AA-2400-300-CO2
Y Thk



37 0 20.458 0.191

27844 44 4 7.207 0.2

Pass Number: 2

Event X Y TOF AMP

19184 30.6 15.344 8.14 1.048
0.2 0.232

23194 37 13.019 15.2 0.885
0.2 0.232

24565 39.2 13949 . 154 0.877
0.2 0.232

24815 39.6 13.949 14.86 1.048
0.2 0.232

25065 40 13.949 156.22 0.92
0.2 0.232

25315 40.4 13.949 16.26 1.083
0.2 0.232

Pass Number: 5
Event X Y TOF AMP




Date: 4/5/2 Time: 1:28:

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wall:

Equipment
Model!:
Serial Number:

Transducer
Manufacturer:
Serial Number:
Diameter{inch}:
EBW Size[Inch]:
Frequency[MHz]:
Water Path[Inch]:

Calibration Cylinder
Cal_Cylinder Type:
Diameter:
Cal-Cyl-S/N:
Minimum Wall:
Pressure:

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

24 PM

1190-01-2004-04-05
SCOTT SPECIALITY GASES

32176
H
Jan-59
0.229,9.250,42.460

DWC Reflex
60,006

HARISONIC
03G289
0.7
0.24
225
5

3AA
8
G845710
0.142
1800
0.2
Passed

Tim Buchanan
ASNT Level I

Exemption Inspection Procedure

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Resuit

Fail on pass 45: 12: ID pitting or corrosion

Comments:

32176 Pass 1_Thk.Txt
Event X

Y

PASS
3A-2015-200-N/A

Thk



7581

17458

Pass Number: 4

Event

59

52
53
178

280
418

555
557

575
700

781

785
910
1034

1051
1052
10563
1054
1055

1294
1302

1307

X

12

27.8

0.4
0.2

06
0.2

0.8
0.8
0.2

0.8
0.4

1.2
0.2

1.2
1.4
1.6
0.6

1.6
1.6
1.6
1.6
1.6
0.2

10.229

9.764

TOF

15.344
0.232

16.971
16.738
16.738

0.465

22.085
0.232

19.063
0.232

16.273
15.808
0.697

11.624
11.624
0.232

21.853
0.232

20.923
20.923
21.155

0.465

17.203
16.971
16.738
16.506
16.273

1.162

18.831
0.232

16.971
0.232

15.808

0.216

0.2256

11.24

10.92
10.96
11.18

11.16

1

10.94
10.98

11.46
10.98

10.96

11.32
12.36
11.02

11.3
11.66
10.86
11.14
11.84

12.38

10.86

11.36

AMP

0.232

0.241
0.275
0.241

0.241
0.241

0.232
0.292

0.223
0.258

0.284

0.266
0.318
0.223

0.37
0.275
0.387
0.223
0.301

0.258
0.413

0.309



1308
1431

1424

1574

1666

1811
1813
1814

2045

Pass Number: 5

Event

426

168
292
416
541
542
543

578
703
827
828
829
952
953

1060

1198
1200
1323
1324
1325

X

22
0.4

22
0.2

24
0.2

26
0.2

2.8
28
2.8
0.2

3.2

06
0.2

0.2
0.4
0.6
08
0.8
0.8
0.8

0.8

1.2
1.2
1.2
1.4
1.4
0.8

1.6
0.2

1.8
1.8

0.4

156.576
16.041
0.697

17.668
0.232

11.856
0.232

19.528
0.232

14.879
14.414
14.181

0.93

18.598

17.203
0.232

19.063
19.296
19.528
19.528
19.296
19.063

0.697

10.926
10.926
11.159
10.926
10.694
11.159
10.926

0.697

16.111
0.232

12.089
11.624
12.089
11.856
11.624

0.697

11.06
11.02

12.82
11.18
11.92

10.84
12.82
10.94

10.9

4.84

5.02
5.02

5
5.48
5.24
6.56

5.98
5.06

4.9
5.12
4.88
5.36
5.04

6.1

6.32

5.04

5.06
6.32
5.74

0.223
0.232

0.232
0.292
0.241

0.223
0.249
0.301

0.241

0.722

0.808
0.877
0.765
0.911
0.765
0.739

0.739
0.825

0.73
0.756
1.067
0.911
0.885

0.894

1.014

0.73
1.005
0.705
1.091



22
0.2

24
24
0.2
26
26
0.2
2.8

04

3.4
0.2

3.2
34
3.6
0.6
3.8

04

19.761
0.232

14.646
0.232

12.089
11.856
0.465

16.506
16.041
0.697

15.111
14.879
0.465

17.436
0.232

14.879
0.232

15.808
15.808
15.576

0.465

16.971
17.203
0.465

5.3
5.22

5.44

5.2
5.14

4.92
5.06

4.86
5.38

5.68
4.94
5.78

6.18
5.46

0.963

0.705

0.748
0.73

0.705
0.765

0.722
0.963

0.877

1.014

0.799
0.799
0.842

0.705
0.791




205-5

)
(g
C
v 19.7
w
E |
§ 9.8
=
0.0

0.0 10.8 212 31.8 42.4
Length

32176 pass 4 flaw image




Circumference

28.8

19.2

9.6

0.0

Q.0

10.6  21.2
Length

32176 pass b flaw image

21.8

42.4



Date: 5/3/2 Time: 11:02:48 AM

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wall:

Equipment
Model:
Serial Number:

Transducer
Manufacturer:
Serial Number:
Diameter[inch]:
EBW Size[inch]:
Frequency[MHz}:
Water Path{Inch]:

Calibration Cylinder

Cal_Cylinder Type:
Diameter:
Cal-Cyl-SIN:
Minimum Wall:
Pressure:

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

1435-01-2004-05-03
US GAS STANDARDS
2298187Y
N
Mar-99
0.196,9.500,44.360

DWC Reflex
60,006

HARISONIC
03G289
0.75
0.24
2.25
5

3AA
8
G845710
0.142
1800
0.2
Passed

Tim Buchanan
ASNT Level ll

Exemption Inspection Procedure

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Resuit

PASS
3AA-2175-300-SAL

Fail on pass 45: 12: ID pittirig or corrosion

Comments:

2298187Y Pass 1_Thk.Txt

Event X

Y Thk



2785

4158
4283

4660

10156

10534

Pass Number: 4

Event

420

569

670

1044

1536
1537
1661
1662
1663
1786
1787

1317
1319
1442
1443
1444
1567
1568
1569
1687
1688
1689
1691
1692
1693
1813
1814

X

44

6.6
6.8

7.4

16.2

16.8

0.6
0.2

0.8
0.2

1.6
0.2

24
24
2.6
26
2.6
2.8
2.8
0.6

2.2
22
22
24
24
24
26
26
26
2.6
26
26
28
2.8

21.488

21.966
21.966

21.488
22.444

21.727

19.101
0.239

13.371
0.239

19.101
0.239

19.34
0.239

21.25
21.011
21.25
21.011
20.772
21.25

21.011

0.716

13.848
13.371
13.848
13.609
13.371
13.848
13.609
13.371
15.042
14.803
14.564
14.087
13.848
13.609
14.803
14.564

TOF

0.195

0.195
0.195

0.195
0.195

0.195

34.88

17
30.26
28.26

18.32
18.5
16.5

16.12

16.36

15.68

16.16

16.58
20.32
16.64
21.06
21.26
20.48
21.34
21.06
15.82
15.64
25.46
19.74
19.06
19.34
17.72
19.02

AMP

0.138

0.138

0.138

0.138

0.155
0.163
0.138
0.138
0.138
0.138
0.138

0.138
0.163
0.138
0.189
0.163
0.223
0.258
0.206

0.223
0.155
0.232
0.189
0.266



1816
1817
1818
1937
1938
1939
1941
1942
1943
2063
2064
2066
2067
2068

1172
1297
1420
1421
1422
1546
1547
1670
1672
1795

Pass Number: §

Event

824
949
1075
1198

1450

1684

1667
1793

1778
1779

X

00w ww g
LI SESENEUE SR AN AN KN AN AR AR X

1.8

2.2
22
22
24
24
26
26
2.8

1.2
14
1.6
1.8
0.8

22
0.2

2.6
0.2

26
2.8
04

2.8
28
0.2

14.087
13.848
13.609
15.042
14.803
14.564
14.087
13.848
13.609
14.803
14.564
14.087
13.848
13.609

1.91

18.623
18.623
19.101
18.862
18.623
18.862
18.623
19.101
18.623
19.101

29.368
0.239

12177
12.177
11.938
12.416

0.716

11.938
0.239

15.758
0.239

19.817
19.578
0.478

23.16
22.921
0.478

18.42
16.2
18.86
17.18
25
18.18
19.28
20.08
17.88
23.34
15.74
17
184
15.64

16.14
36.72

17.7

19.4
16.34
17.46
16.06
19.96
15.68
16.36

5.7

4.96
4,74
476
476

4.76
4.86

4.9
5.56

4.84
5.42

0.18
0.215
0.284
0.146
0.241
0.275
0.215
0.172
0.275
0.223
0.215
0.206
0.215

0.18

0.138
0.138
0.138
0.146
0.138
0.172
0.163
0.172
0.198
0.189

0.73

0.868
0.756
0.834
0.765

0.765
1.091

0.791
0.885

1.091
0.954




2027
2029

2932

3573

3617
3618

3044
3046
3171
3292
3416
3417
3418
3541
3542
3543
3666
3668

3188
3313
3315
3438
3439
3440
3309
3433
3561
3562
3563
3565

3.2
3.2
0.2

46
0.2

5.6
0.2

5.6
5.6
0.2

4.8
48

5.2
5.4
54
54
5.6
5.6
5.6
58
5.8
1.2

5.2
5.2
5.4
54
5.4
52
54
56
56
5.6
5.6

23.399
22.921
0.716

16.236
0.239

12.416
0.239

1.91
1.671
0.478

19.34
18.862
18.862
19.817
20.056
19.817
19.578
20.056
19.817
19.578
20.056
19.578

1.433

14.803
14.803
14.326
14.803
14.564
14.326
156.758
15.997
15.281
15.042
14.803
14.326

474
4.78

6.02
48

4.84
4.78

5.28
4.92
4.94
4.94
5.14
5.24
4.88

5.7

5.12
5.74
5.24

5.56

4.9
5.12

53

4.8
4.74
5.68
5.28
5.86
5.38
5.04
5.74

0.971
1.083

1.091
0.834

0.73
1.1

0.928
1.1
1.1

1.04
0.997
0.945

1.04

1.014

0.834
1.1

0.988

0.98

1.057
1.1
1.066
1.1
1.091
1.091

0.808
1.1
0.963
1.1



29.6

19.7-

9.9

Circumference

0.0
0.0 1.1 22.2 335 44.4

Length

2298187Y pass 4 flaw image




Circumference

29.6

19.7

9.9

0.0

0.0

1.1 22.2
Length

2298187y pass b flaw image

33.3

44.4



Date: 3/25/ Time: 11:07:08 AM

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wall:

Equipment
Modeil:
Serial Number:

Transducer
Manufacturer:
Serial Number:
Diameter|Inch]:
EBW Size[Inch]:
Frequency[MHz]:
Water Path[Inch]:

Calibration Cylinder
Cal_Cylinder Type:
Diameter:
Cal-Cyl-S/N:
Minimum Wall;
Pressure:

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

0401-001-0304-28161
SCOTTSPECIALITY GAS
IC-185986
?
~ Oct-41
0.229,9.250,42.550

DWC Reflex
60,006

HARISONIC
03G289
0.756
0.24
2.25
5

3AA
8
845710
0.142
1800
0.2
Passed

Tim Buchanan
ASNT Level ll

Exemption Inspection Procedure

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Result

PASS
3A-2015-200-N/A

Fail on pass 45: 12: ID pitting or corrosion

Comments:

IC-185986 Pass 1_Thk.Txt
Event X

Y Thk




23
81
302
319
519
537
1020

1030

234
1495
1496
1498
1620
1623
1748
1750

1883
3434
4578

3641
3643
3644
3769
3773
3887
3654
3655
3656
3657
3658
3659
3660
3661
3662
3663
3664
3665

0.4
0.4
0.8
0.8
1.6
1.6
0.2
22
22
22
24
24

26
26

54
7.2
5.8

5.8
5.8

6.2

5.8

5.8
5.8
5.8
5.8
58
5.8
5.8
5.8
5.8
5.8
5.8

27.2
23.713
10.229
16.971
13.019
24,643
20.458

24.41

22,085

3.72
1.162

0.93
0.465
1.162
0.465
0.465

27.2
15.344
10.926

25.34
24875
24.643
24,643
23.713

26.27
22.318
22.085
21.853

21.62
21.388
21.165
20.923
20.691
20.458
20.226
19.993
19.761

0.228

0.228

0.225

0.225
0.221
0.225
0.225
0.228
0.223
0.225

0.223
0.228
0.228

0.225
0.228
0.228
0.228

0.225
0.225
0.228
0.225
0.225
0.214
0.225
0.221
0.225
0.221
0.223
0.221
0.218



3666 5.8 19.528 0.218

3667 5.8 19.296 0.221
3668 5.8 19.063 0.223
3669 5.8 18.831 0.225
3670 5.8 18.598 0.223
3671 5.8 18.366 0.228
3673 5.8 17.901 0.225
3675 5.8 17.436 0.214
3677 5.8 16.971 0.225
3779 6 22.318 0.225
3781 6 21.853 0.223
Pass Number: 4
Event X Y TOF AMP
19 0 24.643 12.4 0.894
20 0 24.41 13.62 0.688
22 0 23.945 11.54 0.988
0.2 0.93
27 0 22.783 11.04 0.223
0.2 0.232
36 0 20.691 11.06 0.55
0.2 0.232
40 0 19.761 12.42 0.791
0.2 0.232
53 0 16.738 13.7 0.705
54 0 16.506 10.94 1.023
0.2 0.465
58 0 15.576 12.2 0.954
0.2 0.232
87 0 8.834 11.24 0.318
0.2 0.232
50 1] 17.436 11.18 0.473
173 0.2 17.901 14.66 0.799
174 0.2 17.668 12.8 0.645
04 0.697
338 0.4 8.602 11.34 0.249
0.2 0.232
273 0.4 23.713 13.22 0.481
398 0.6 23.713 11 0.533
04 0.232

863 1.2 2,79 14.6 1.074



864

110
112
123
124
247
249
371
493
494
496
497
617
620
621
748
750
870
871
993

1118
1119
1120

Pass Number: 5

Event

20

54

97
98

105

14
139

26
1561

X

[=NeNoNo]

0.2
0.2
0.4
0.6
0.6
0.6
0.6
0.8
0.8
0.8

1.2
1.2
1.4
1.6
1.6
1.6
1.8

2.557
0.465

3.487
3.022
0.465
0.232
0.697
0.232

0.93
1.627
1.395

0.93
0.697

1.86
1.162

0.93
0.465

1.162

0.93
1.627
1.627
1.395
1.162

3.72

28.827
0.232

24.41
0.232

16.506
0.232

6.509
6.277
0.465

4.65
0.232

25.805
25.805
0.232

23.015
23.015

11.82

12.4
12.26
17.24
10.84
14.44

13.6
12.58
12.02
13.14

14.7
15.04

13.5
10.88
11.72
13.78
11.36
13.18
11.76
13.04
12.54
14.06
13.52

10.04

19.6

14.66

18.88
18.7

18.92

18.84
19.36

18.74
19.36

0.524

0.842
0.971
1.091
0.584

0.73
0.971
0.696

0.404
1.066
0.567
0.679
0.627
0.266
0.662

0.67
0.516

0.67
0.619
0.756
0.834
0.739

0.722

0.705

0.765

0.782
1.031

0.722

1.048
0.98

0.945
0.834



92
218

188
312

270

306

71
198
323
325
445

474

156
157
159
282
285
287
289
290
406
411
417
418
541

04

0.2
0.4

0.2
0.4
04

04
0.2

0.4
0.2

02
0.4
0.4
06
0.8

0.6
0.2

0.2
0.2
0.2
0.4
0.4
0.4
0.4
0.4
0.6
0.6
0.6
06
0.8
0.8

0.232

7.672
7.439
0.465

14.414
14.646
0.465

24.41
0.232

16.041
0.232

12.554
12.089
12.089
11.624
12.786

1.395

6.044
0.232

21.853

21.62
21.155

21.62
20.923
20.458
19.993
19.761
21.853
20.691
19.296
19.063
19.528

3.022

14.68
18.38

17.94
18.22

19.26

17.48

10.62
18.4
4.92
4.94
5.42

18.04

18.76
18.62
18.52
19.2
18.42
18.92
12.46
5.02
18.6
5.06
18.76
18.94
19.28

0.713
0.722

0.713
0.773

0.722

0.773

0.713
0.705
0.885
0.816
0.713

1.014

0.894
0.739
0.825

0.73
0.722
0.713
0.722
0.825

0.92
0.808
0.894
0.765
0.868



Circumference

10.7  21.3
Length

IC-185986 pass 4 flaw image

32.0 4206




Date: 4/2/2 Time: 1:34:34 PM

Job No.:
Customer:
Cylinder S/N:
Manufacture:
Manufacture Date:
Cylinder Min Wall:

Equipment
Model:
Serial Number;

Transducer
Manufacturer:
Serial Number:
Diameter{Inch]:
EBW Size[Inch]:
Frequency[MHz}:
Water Path[Inch]:

Calibration Cylinder
Cal_Cylinder Type:
Diameter:
Cal-Cyl-S/N:
Minimum Wall:
Pressure:

Helix:
Cal-Cyl-Status:

Inspector
Name:
Certification:

1190-01-2004-04-02

MATHASON/TRI-GAS
8443
H
Aug-73
0.214,9.250,46.310

DWC Reflex
60,006

HARISONIC
03G289
0.75
0.24
2.25
5

3AA
8
G845710
0.142
1800
0.2
Passed

Tim Buchanan
ASNT Level Il

Exemption Inspection Procedure

Procedure E12714

Visual Inspection:
DOT Spec:

Examination Result

Fail on pass 1: 13: Below minimum wall thickness

Comments:

8443 Pass 1_Thk.Txt
Event X

PASS
3AA-2400-300-HE

Y Thk




777

2595

2848
2851
2974
3099
2859
2861
2984
3105
3109
3110
3220
3229
3233
3236
3238
3349
3355
3356
3483
3484
3605
3607
3611

3976

4231
4234
4235
4236
4237
4360
4361
4478
4485

4964
4967
5091

5352
5475
5477
5478

5734
5856

6.2

6.6
6.6
6.6
6.6
6.6
6.8
6.8

7.8
7.8

8.4
8.6
8.6
8.6

22.783

6.974

6.277
5.579
6.044
6.044
3.72
3.2566
3.72
4.65
3.72
3.487
6.974
4.882
3.952
3.255
279
6.044
4.65
4.417
3.952
3.72
4.65
4.185
3.255

5.579

4.417

3.72
3.487
3.255
3.022
3.487
3.255
5.115
3.487

8.369
7.672
7.904

5.347
5.812
5.347
5.115

3.72
4.417

0.179

0.209
0.211
0.214
0.214
0.211
0.214
0.204
0.207
0.207
0.211
0.209
0.211
0.211
0.214
0.211
0.211
0.214
0.209
0.211
0.211
0.211
0.209
0.214

0.214

0.214

0.2
0.209
0.207
0.207
0.214
0.214
0.211
0.214

0.214
0.214
0.214

0.214
0.211
0.207
0.211

0.211
0.214



7215
8464
8465
8587
8964
9714

9969

Pass Number: 5§

Event

X

11.4
13.4
13.4
13.6
14.2
15.4

15.8

8.137
8.369
8.137
8.834
8.369
8.369

7.207

TOF

0.211

0.211
0.211

0.202

0.214

0214

0.209

AMP



Circumference

Z28.8

19.2

9.6

0.0

J-0

11.6  23.2

Length

8443 thickness image

34.5

A6.4




